








(b) (6)

(b) (6)

(b) (6)

(b) (6)

(b) (6)

(b) (6)





(b) (6)

(b) (6)
(b) (6)

(b) (6) (b) (6)
(b) (6) (b) (6) (b) (6)

(b) (6)

(b) (6) (b) (6) (b) (6) (b) (6)
(b) (6) (b) (6)

(b) (6)

(b) (6)









Submitted By: 
  

 

                                                       

 

Agent for Owner 

Project Manager   

– 09/16/20   

(signature & date)  (signature & date) 

6640 Ammendale Rd Beltsville, MD 20705 
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REQUEST FOR INFORMATION 
Project:  4600 Silver Hill Road                Author RFI No.001 

  Initiation Date: 09/16/20 
   

 
Submitted To: 

 
Cinnovas Development Group, LLC 

Subject:  Concrete at Expansion Joint Condition 

Information Requested: 

After removing existing expansion joint materials, preparing the joint we realized that the “throat” of the 
joint is not a linear concrete slab edge, and in fact the concrete at various areas of a typical joint angles 
back in towards the center of the slab.  Which is preventing Atlantic from installing the expansion joint as 
intended per manufacture direction.  In order to properly install the expansion joint, Atlantic will need to 
modify the edge of the concrete substrate.  By modifying the concrete to an even linear space between the 
two slabs the expansion joint will be able to move and flex with the structure as intended.  Please see 
attached pictures and drawings to help further understand. 

Can you please confirm this is an acceptable solution to the issue at bay. 
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REQUEST FOR INFORMATION 
Project:  4600 Silver Hill Road                Author RFI No.002 

  Initiation Date: 09/16/20 
   

 
Submitted To: 

 
Cinnovas Development Group, LLC 

Subject:  Electrical Power Source 

Information Requested: 

There is existing electrical conduit running through the expansion joint.  In order to make the 
modifications to the concret that supports the expansion joint Atlantic is requesting that the power be 
shut off while demoing around the conduits.  Can you please confirm if the power can be shut off to the 
garage during the demolition? 
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